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1, 2000, 90 unit operating days or 180 
calendar days (whichever occurs first) 
after the date that the unit recom-
mences commercial operation. 

(j) If the certification tests required 
under paragraph (b) or (c) of this sec-
tion have not been completed by the 
applicable compliance date, the owner 
or operator shall determine and report 
SO2 concentration, NOX emission rate, 
CO2 concentration, and flow rate data 
for all unit operating hours after the 
applicable compliance date in this 
paragraph until all required certifi-
cation tests are successfully completed 
using either: 

(1) The maximum potential con-
centration of SO2, as defined in section 
2.1.1.1 of appendix A to this part, the 
maximum potential NOX emission rate, 
as defined in § 72.2 of this chapter, the 
maximum potential flow rate, as de-
fined in section 2.1.4.1 of appendix A to 
this part, or the maximum potential 
CO2 concentration, as defined in sec-
tion 2.1.3.1 of appendix A to this part; 

(2) Reference methods under § 75.22(b); 
or 

(3) Another procedure approved by 
the Administrator pursuant to a peti-
tion under § 75.66. 

[60 FR 17131, Apr. 4, 1995, as amended at 60 
FR 26516, May 17, 1995; 63 FR 57499, Oct. 27, 
1998; 64 FR 28588, May 26, 1999; 67 FR 40421, 
June 12, 2002] 

§ 75.5 Prohibitions. 
(a) A violation of any applicable reg-

ulation in this part by the owners or 
operators or the designated representa-
tive of an affected source or an affected 
unit is a violation of the Act. 

(b) No owner or operator of an af-
fected unit shall operate the unit with-
out complying with the requirements 
of §§ 75.2 through 75.75 and appendices A 
through G to this part. 

(c) No owner or operator of an af-
fected unit shall use any alternative 
monitoring system, alternative ref-
erence method, or any other alter-
native for the required continuous 
emission monitoring system without 
having obtained the Administrator’s 
prior written approval in accordance 
with §§ 75.23, 75.48 and 75.66. 

(d) No owner or operator of an af-
fected unit shall operate the unit so as 
to discharge, or allow to be discharged, 

emissions of SO2, NOX or CO2 to the at-
mosphere without accounting for all 
such emissions in accordance with the 
provisions of §§ 75.10 through 75.19. 

(e) No owner or operator of an af-
fected unit shall disrupt the contin-
uous emission monitoring system, any 
portion thereof, or any other approved 
emission monitoring method, and 
thereby avoid monitoring and record-
ing SO2, NOX, or CO2 emissions dis-
charged to the atmosphere, except for 
periods of recertification, or periods 
when calibration, quality assurance, or 
maintenance is performed pursuant to 
§ 75.21 and appendix B of this part. 

(f) No owner or operator of an af-
fected unit shall retire or permanently 
discontinue use of the continuous emis-
sion monitoring system, any compo-
nent thereof, the continuous opacity 
monitoring system, or any other ap-
proved emission monitoring system 
under this part, except under any one 
of the following circumstances: 

(1) During the period that the unit is 
covered by an approved retired unit ex-
emption under § 72.8 of this chapter 
that is in effect; or 

(2) The owner or operator is moni-
toring emissions from the unit with an-
other certified monitoring system or 
an excepted methodology approved by 
the Administrator for use at that unit 
that provides emissions data for the 
same pollutant or parameter as the re-
tired or discontinued monitoring sys-
tem; or 

(3) The designated representative 
submits notification of the date of re-
certification testing of a replacement 
monitoring system in accordance with 
§§ 75.20 and 75.61, and the owner or oper-
ator recertifies thereafter a replace-
ment monitoring system in accordance 
with § 75.20. 

[58 FR 3701, Jan. 11, 1993, as amended at 58 
FR 40747, July 30, 1993; 60 FR 26517, May 17, 
1995; 64 FR 28589, May 26, 1999] 

§ 75.6 Incorporation by reference. 
The materials listed in this section 

are incorporated by reference in the 
corresponding sections noted. These 
incorporations by reference were ap-
proved by the Director of the Federal 
Register in accordance with 5 U.S.C. 
552(a) and 1 CFR part 51. These mate-
rials are incorporated as they existed 
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on the date of approval, and a notice of 
any change in these materials will be 
published in the FEDERAL REGISTER. 
The materials are available for pur-
chase at the corresponding address 
noted below and are available for in-
spection at the Public Information Ref-
erence Unit of the U.S. EPA, 401 M St., 
SW., Washington, DC and at the Li-
brary (MD–35), U.S. EPA, Research Tri-
angle Park, North Carolina or at the 
National Archives and Records Admin-
istration (NARA). For information on 
the availability of this material at 
NARA, call 202–741–6030, or go to: http:// 
www.archives.gov/federallregister/ 
codeloflfederallregulations/ 
ibrllocations.html. 

(a) The following materials are avail-
able for purchase from the following 
addresses: American Society for Test-
ing and Material (ASTM), 100 Barr har-
bor Drive, P.O. Box C–700, West 
Conshohocken, Pennsylvania 19428– 
2959; and the University Microfilms 
International 300 North Zeeb Road, 
Ann Arbor, Michigan 48106. 

(1) ASTM D129–91, Standard Test 
Method for Sulfur in Petroleum Prod-
ucts (General Bomb Method), for ap-
pendices A and D of this part. 

(2) ASTM D240–87 (Reapproved 1991), 
Standard Test Method for Heat of Com-
bustion of Liquid Hydrocarbon Fuels 
by Bomb Calorimeter, for appendices 
A, D and F of this part. 

(3) ASTM D287–82 (Reapproved 1987), 
Standard Test Method for API Gravity 
of Crude Petroleum and Petroleum 
Products (Hydrometer Method), for ap-
pendix D of this part. 

(4) ASTM D388–92, Standard Classi-
fication of Coals by Rank, incorpora-
tion by reference for appendix F of this 
part. 

(5) ASTM D941–88, Standard Test 
Method for Density and Relative Den-
sity (Specific Gravity) of Liquids by 
Lipkin Bicapillary Pycnometer, for ap-
pendix D of this part. 

(6) ASTM D1072–90, Standard Test 
Method for Total Sulfur in Fuel Gases, 
for appendix D of this part. 

(7) ASTM D1217–91, Standard Test 
Method for Density and Relative Den-
sity (Specific Gravity) of Liquids by 
Bingham Pycnometer, for appendix D 
of this part. 

(8) ASTM D1250–80 (Reapproved 1990), 
Standard Guide for Petroleum Meas-
urement Tables, for appendix D of this 
part. 

(9) ASTM D1298–85 (Reapproved 1990), 
Standard Practice for Density, Rel-
ative Density (Specific Gravity) or API 
Gravity of Crude Petroleum and Liquid 
Petroleum Products by Hydrometer 
Method, for appendix D of this part. 

(10) ASTM D1480–91, Standard Test 
Method for Density and Relative Den-
sity (Specific Gravity) of Viscous Ma-
terials by Bingham Pycnometer, for 
appendix D of this part. 

(11) ASTM D1481–91, Standard Test 
Method for Density and Relative Den-
sity (Specific Gravity) of Viscous Ma-
terials by Lipkin Bicapillary Pycnom-
eter, for appendix D of this part. 

(12) ASTM D1552–90, Standard Test 
Method for Sulfur in Petroleum Prod-
ucts (High Temperature Method), for 
appendices A and D of the part. 

(13) ASTM D1826–88, Standard Test 
Method for Calorific (Heating) Value of 
Gases in Natural Gas Range by Contin-
uous Recording Calorimeter, for appen-
dices D and F to this part. 

(14) ASTM D1945–91, Standard Test 
Method for Analysis of Natural Gas by 
Gas Chromatography, for appendices F 
and G of this part. 

(15) ASTM D1946–90, Standard Prac-
tice for Analysis of Reformed Gas by 
Gas Chromatography, for appendices F 
and G of this part. 

(16) ASTM D1989–92, Standard Test 
Method for Gross Calorific Value of 
Coal and Coke by Microprocessor Con-
trolled Isoperibol Calorimeters, for ap-
pendix F of this part. 

(17) ASTM D2013–86, Standard Method 
of Preparing Coal Samples for Anal-
ysis, for appendix F of this part. 

(18) ASTM D2015–91, Standard Test 
Method for Gross Calorific Value of 
Coal and Coke by the Adiabatic Bomb 
Calorimeter, for appendices A, D and F 
of this part. 

(19) ASTM D2234–89, Standard Test 
Methods for Collection of a Gross Sam-
ple of Coal, for appendix F of this part. 

(20) ASTM D2382–88, Standard Test 
Method for Heat of Combustion of Hy-
drocarbon Fuels by Bomb Calorimeter 
(High-Precision Method), for appen-
dices D and F of this part. 
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(21) ASTM D2502–87, Standard Test 
Method for Estimation of Molecular 
Weight (Relative Molecular Mass) of 
Petroleum Oils from Viscosity Meas-
urements, for appendix G of this part. 

(22) ASTM D2503–82 (Reapproved 
1987), Standard Test Method for Molec-
ular Weight (Relative Molecular Mass) 
of Hydrocarbons by Thermoelectric 
Measurement of Vapor Pressure, for 
appendix G of this part. 

(23) ASTM D2622–92, Standard Test 
Method for Sulfur in Petroleum Prod-
ucts by X-Ray Spectrometry, for ap-
pendices A and D of this part. 

(24) ASTM D3174–89, Standard Test 
Method for Ash in the Analysis Sample 
of Coal and Coke From Coal, for appen-
dix G of this part. 

(25) ASTM D3176–89, Standard Prac-
tice for Ultimate Analysis of Coal and 
Coke, for appendices A and F of this 
part. 

(26) ASTM D3177–89, Standard Test 
Methods for Total Sulfur in the Anal-
ysis Sample of Coal and Coke, for ap-
pendix A of this part. 

(27) ASTM D3178–89, Standard Test 
Methods for Carbon and Hydrogen in 
the Analysis Sample of Coal and Coke, 
for appendix G of this part. 

(28) ASTM D3238–90, Standard Test 
Method for Calculation of Carbon Dis-
tribution and Structural Group Anal-
ysis of Petroleum Oils by the n-d-M 
Method, for appendix G of this part. 

(29) ASTM D3246–81 (Reapproved 
1987), Standard Test Method for Sulfur 
in Petroleum Gas By Oxidative 
Microcoulometry, for appendix D of 
this part. 

(30) ASTM D3286–91a, Standard Test 
Method for Gross Calorific Value of 
Coal and Coke by the Isoperibol Bomb 
Calorimeter, for appendix F of this 
part. 

(31) ASTM D3588–91, Standard Prac-
tice for Calculating Heat Value, Com-
pressibility Factor, and Relative Den-
sity (Specific Gravity) of Gaseous 
Fuels, for appendices D and F to this 
part. 

(32) ASTM D4052–91, Standard Test 
Method for Density and Relative Den-
sity of Liquids by Digital Density 
Meter, for appendix D of this part. 

(33) ASTM D4057–88, Standard Prac-
tice for Manual Sampling of Petroleum 

and Petroleum Products, for appendix 
D of this part. 

(34) ASTM D4177–82 (Reapproved 
1990), Standard Practice for Automatic 
Sampling of Petroleum and Petroleum 
Products, for appendix D of this part. 

(35) ASTM D4239–85, Standard Test 
Methods for Sulfur in the Analysis 
Sample of Coal and Coke Using High 
Temperature Tube Furnace Combus-
tion Methods, for appendix A of this 
part. 

(36) ASTM D4294–90, Standard Test 
Method for Sulfur in Petroleum Prod-
ucts by Energy-Dispersive X-Ray Fluo-
rescence Spectroscopy, for appendices 
A and D of this part. 

(37) ASTM D4468–85 (Reapproved 
1989), Standard Test Method for Total 
Sulfur in Gaseous Fuels by Hydro-
genolysis and Rateometric Colorim-
etry, for appendix D of this part. 

(38) ASTM D4840–99 (reapproved 2004), 
‘‘Standard Guide for Sample Chain-of- 
Custody Procedures,’’ for appendix K of 
this part, section 7.2.9. 

(39) ASTM D4891–89, Standard Test 
Method for Heating Value of Gases in 
Natural Gas Range by Stoichiometric 
Combustion, for appendices D and F to 
this part. 

(40) ASTM D5291–92, Standard Test 
Methods for Instrumental Determina-
tion of Carbon, Hydrogen, and Nitrogen 
in Petroleum Products and Lubricants, 
for appendices F and G to this part. 

(41) ASTM D5373–93, ‘‘Standard Meth-
ods for Instrumental Determination of 
Carbon, Hydrogen, and Nitrogen in 
Laboratory Samples of Coal and Coke,’’ 
for appendix G to this part. 

(42) ASTM D5504–94, Standard Test 
Method for Determination of Sulfur 
Compounds in Natural Gas and Gas-
eous Fuels by Gas Chromatography and 
Chemiluminescence, for appendix D of 
this part. 

(43) ASTM D6784–02, ‘‘Standard Test 
Method for Elemental, Oxidized, Par-
ticle-Bound and Total Mercury in Flue 
Gas Generated from Coal-Fired Sta-
tionary Sources (Ontario Hydro Meth-
od),’’ for § 75.22(a)(7) and (b)(5). 

(44) ASTM D6911–03, ‘‘Guide for Pack-
aging and Shipping Environmental 
Samples for Laboratory Analysis,’’ for 
appendix K of this part, section 7.2.8. 

(b) The following materials are avail-
able for purchase from the American 
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Society of Mechanical Engineers 
(ASME), 22 Law Drive, P.O. Box 2900, 
Fairfield, New Jersey 07007–2900: 

(1) ASME MFC–3M–1989 with Sep-
tember 1990 Errata, Measurement of 
Fluid Flow in Pipes Using Orifice, Noz-
zle, and Venturi, for appendix D of this 
part. 

(2) ASME MFC–4M–1986 (Reaffirmed 
1990), Measurement of Gas Flow by 
Turbine Meters, for appendix D of this 
part. 

(3) ASME-MFC–5M–1985, Measure-
ment of Liquid Flow in Closed Conduits 
Using Transit-Time Ultrasonic Flow-
meters, for appendix D of this part. 

(4) ASME MFC–6M–1987 with June 
1987 Errata, Measurement of Fluid 
Flow in Pipes Using Vortex Flow Me-
ters, for appendix D of this part. 

(5) ASME MFC–7M–1987 (Reaffirmed 
1992), Measurement of Gas Flow by 
Means of Critical Flow Venturi Noz-
zles, for appendix D of this part. 

(6) ASME MFC–9M–1988 with Decem-
ber 1989 Errata, Measurement of Liquid 
Flow in Closed Conduits by Weighing 
Method, for appendix D of this part. 

(c) The following materials are avail-
able for purchase from the American 
National Standards Institute (ANSI), 
25 West 43rd Street, Fourth Floor, New 
York, New York 10036: 

(1) ISO 8316: 1987(E) Measurement of 
Liquid Flow in closed Conduits-Method 
by Collection of the Liquid in a Volu-
metric Tank, for appendices D and E of 
this part. 

(2) [Reserved] 
(d) The following materials are avail-

able for purchase from the following 
address: Gas Processors Association 
(GPA), 6526 East 60th Street, Tulsa, 
Oklahoma 74143: 

(1) GPA Standard 2172–86, Calculation 
of Gross Heating Value, Relative Den-
sity and Compressibility Factor for 
Natural Gas Mixtures from 
Compositional Analysis, for appendices 
D, E, and F of this part. 

(2) GPA Standard 2261–90, Analysis 
for Natural Gas and Similar Gaseous 
Mixtures by Gas Chromatography, for 
appendices D, F, and G of this part. 

(e) The following American Gas Asso-
ciation materials are available for pur-
chase from the following address: ILI 
Infodisk, 610 Winters Avenue, Paramus, 
New Jersey 07652: 

(1) American Gas Association Report 
No. 3: Orifice Metering of Natural Gas 
and Other Related Hydrocarbon Fluids, 
Part 1: General Equations and Uncer-
tainty Guidelines (October 1990 Edi-
tion), Part 2: Specification and Instal-
lation Requirements (February 1991 
Edition) and Part 3: Natural Gas Appli-
cations (August 1992 Edition), for ap-
pendices D and E of this part. 

(2) American Gas Association Trans-
mission Measurement Committee Re-
port No. 7: Measurement of Gas by Tur-
bine Meters (Second Revision, April, 
1996), for appendix D to this part. 

(f) The following materials are avail-
able for purchase from the following 
address: American Petroleum Insti-
tute, Publications Department, 1220 L 
Street NW, Washington, DC 20005–4070. 

(1) American Petroleum Institute 
(API) Petroleum Measurement Stand-
ards, Chapter 3, Tank Gauging: Section 
1A, Standard Practice for the Manual 
Gauging of Petroleum and Petroleum 
Products, December 1994; Section 1B, 
Standard Practice for Level Measure-
ment of Liquid Hydrocarbons in Sta-
tionary Tanks by Automatic Tank 
Gauging, April 1992 (reaffirmed Janu-
ary 1997); Section 2, Standard Practice 
for Gauging Petroleum and Petroleum 
Products in Tank Cars, September 1995; 
Section 3, Standard Practice for Level 
Measurement of Liquid Hydrocarbons 
in Stationary Pressurized Storage 
Tanks by Automatic Tank Gauging, 
June 1996; Section 4, Standard Practice 
for Level Measurement of Liquid Hy-
drocarbons on Marine Vessels by Auto-
matic Tank Gauging, April 1995; and 
Section 5, Standard Practice for Level 
Measurement of Light Hydrocarbon 
Liquids Onboard Marine Vessels by 
Automatic Tank Gauging, March 1997; 
for § 75.19. 

(2) Shop Testing of Automatic Liquid 
Level Gages, Bulletin 2509 B, December 
1961 (Reaffirmed August 1987, October 
1992), for § 75.19. 

(3) American Petroleum Institute 
(API) Section 2, ‘‘Conventional Pipe 
Provers,’’ Section 3, ‘‘Small Volume 
Provers,’’ and Section 5, ‘‘Master- 
Meter Provers,’’ from Chapter 4 of the 
Manual of Petroleum Measurement 
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Standards, October 1988 (Reaffirmed 
1993), for appendix D to this part. 

[58 FR 3701, Jan. 11, 1993, as amended at 60 
FR 26517, May 17, 1995; 61 FR 59157, Nov. 20, 
1996; 63 FR 57499, Oct. 27, 1998; 64 FR 28589, 
May 26, 1999; 67 FR 40422, June 12, 2002; 70 FR 
28678, May 18, 2005; 70 FR 51269, Aug. 30, 2005] 

EDITORIAL NOTE: At 70 FR 28678, May 18, 
2005, § 75.6 was amended, however, certain 
amendments could not be incorporated due 
to inaccurate amendatory instruction. 

§§ 75.7–75.8 [Reserved] 

Subpart B—Monitoring Provisions 

§ 75.10 General operating require-
ments. 

(a) Primary Measurement Requirement. 
The owner or operator shall measure 
opacity, and all SO2, NOX, and CO2 
emissions for each affected unit as fol-
lows: 

(1) To determine SO2 emissions, the 
owner or operator shall install, certify, 
operate, and maintain, in accordance 
with all the requirements of this part, 
a SO2 continuous emission monitoring 
system and a flow monitoring system 
with an automated data acquisition 
and handling system for measuring and 
recording SO2 concentration (in ppm), 
volumetric gas flow (in scfh), and SO2 
mass emissions (in lb/hr) discharged to 
the atmosphere, except as provided in 
§§ 75.11 and 75.16 and subpart E of this 
part; 

(2) To determine NOX emissions, the 
owner or operator shall install, certify, 
operate, and maintain, in accordance 
with all the requirements of this part, 
a NOX-diluent continuous emission 
monitoring system (consisting of a NOX 
pollutant concentration monitor and 
an O2 or CO2 diluent gas monitor) with 
an automated data acquisition and 
handling system for measuring and re-
cording NOX concentration (in ppm), O2 
or CO2 concentration (in percent O2 or 
CO2) and NOX emission rate (in lb/ 
mmBtu) discharged to the atmosphere, 
except as provided in §§ 75.12 and 75.17 
and subpart E of this part. The owner 
or operator shall account for total NOX 
emissions, both NO and NO2, either by 
monitoring for both NO and NO2 or by 
monitoring for NO only and adjusting 
the emissions data to account for NO2; 

(3) The owner or operator shall deter-
mine CO2 emissions by using one of the 
following options, except as provided in 
§ 75.13 and subpart E of this part: 

(i) The owner or operator shall in-
stall, certify, operate, and maintain, in 
accordance with all the requirements 
of this part, a CO2 continuous emission 
monitoring system and a flow moni-
toring system with an automated data 
acquisition and handling system for 
measuring and recording CO2 con-
centration (in ppm or percent), volu-
metric gas flow (in scfh), and CO2 mass 
emissions (in tons/hr) discharged to the 
atmosphere; 

(ii) The owner or operator shall de-
termine CO2 emissions based on the 
measured carbon content of the fuel 
and the procedures in appendix G of 
this part to estimate CO2 emissions (in 
ton/day) discharged to the atmosphere; 
or 

(iii) The owner or operator shall in-
stall, certify, operate, and maintain, in 
accordance with all the requirements 
of this part, a flow monitoring system 
and a CO2 continuous emission moni-
toring system that uses an O2 con-
centration monitor to determine CO2 
emissions (according to the procedures 
in appendix F of this part) with an 
automated data acquisition and han-
dling system for measuring and record-
ing O2 concentration (in percent), CO2 
concentration (in percent), volumetric 
gas flow (in scfh), and CO2 mass emis-
sions (in tons/hr) discharged to the at-
mosphere; 

(4) The owner or operator shall in-
stall, certify, operate, and maintain, in 
accordance with all the requirements 
in this part, a continuous opacity mon-
itoring system with the automated 
data acquisition and handling system 
for measuring and recording the opac-
ity of emissions (in percent opacity) 
discharged to the atmosphere, except 
as provided in §§ 75.14 and 75.18; and 

(5) A single certified flow monitoring 
system may be used to meet the re-
quirements of paragraphs (a)(1) and 
(a)(3) of this section. A single certified 
diluent monitor may be used to meet 
the requirements of paragraphs (a)(2) 
and (a)(3) of this section. A single auto-
mated data acquisition and handling 
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